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TOPICS
 Prioritize Time & Talent
 HVAC
 Interior Lighting
 Exterior Lighting
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 Prioritize Time & Talent
 Old Facilities

• Low Hanging Fruit
• Infrastructure Upgrades vs ECMs
 New Facilities

• Automation
• Schedules, Setpoints & Setbacks
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 HVAC
 Economizer Operation

• Fixed Setpoint
• Dry Bulb Differential
• Enthalpy Differential
• CO2 Demand Control Ventilation
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 HVAC
 VAV / VFD

• Static Pressure Modulation
• VAV Terminal Positioning
• Global Setback
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 HVAC
 VWV / VFD

• Differential Pressure
• Valve Positioning
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 Interior Lighting
 Automation

• Occupancy-Based
Manual On – Auto Off
Appropriate Sensors & Placement
Durations On
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 Interior Lighting
 Automation

• Photocell-Based
Foot Candles
Stepped Dimming
Full Dimming
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 Interior Lighting
 Architectural Hardware

• Fixture - Fashion vs. Function
• Exterior Sun Shades
• Interior Light Shelves
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 Exterior Lighting
 Savings vs. Security
 Automation

• Photocell Enabled
Motion Activated
Timed Override

• Timer Enabled
Motion Activated
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Jeff R. Tourigny, LEED AP
CCI Alliance of Companies
jtourigny@cci-alliance.com

Phone = 207-620-7172

Program Manager
Energy Services Division
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